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Mr. John Grantham
State of Washington
Department of Ecology
Nuclear & Mixed Waste Program
P. O. Box 47600
Olympia, WA 98504-7600

Dear Mr. Grantham:

Transmittal No.: WDOE-990

We enclosed 1 copy of the items listed below. These are issued per US-DOE request.

Response due to Fluor: N/A
Responds to: DOE REQUEST

NUMBER REV DATE TITLE

DCN - 0193 0 10/17/94 DCN TITLE:

FIRE WATER PUMP HOUSE SPRINKLER SYSTEM
MODIFICATION

NOTE: "FOR RCRA PART B PERMIT"

uistriDuzion:
R. L. Long - DOE-RL, w/0
TWP/AME Corresp Cntrl Cntr MSIN A5-10
(A160 PACKAGE), w/O
P. Felise - WHC-RL (MSIN G6-06), w/0
Environmental Data Management Center
(MSIN H6-08), w/1
D. Duncan - US EPA, Region X, w/0
M.D. Talbot, WHC -w/0

RSP:RAC:nre

r,..(,i. '^i•

FLUOR DANIEL, INC.
4

Date: December 6, 1994

Reference: Hanford Waste Vitrification Plant
DOE Contract DE-AC06-86RL10838
Fluor Contract 8457

P

Very truly yours,

R. S. Poulter
Project Director
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FLUOR DANIEL

US DEPARTMENT OF ENERGY
HANFORD WASTE VITRIFICATION PLANT

DESIGN CHANGE NOTICE
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FLUOR DANIEL

US DEPARTMENT OF ENERGY
- - - - -- - - - -- - itiAN'ORD WASTE ViTRiFiCATivN PLANi -

DESIGN CHANGE NOTICE

DOCUMENT SHT/

NUMBER PAGE

sp'EC /JP /C,rr.°a
3-5-95- e-A/Go-

i77°4

,471'RC NMEn1T [3 I

ArfACHM6Nr C I

REV INCLD

NO DOCUMENT NAME Y/N

Date: 6/^/9-¢

^ GENCAAC. LUSTi2uM£•JTRr/°a) y ^'g-rieD Pos/T/otJ

iESri.v^'j 5cJ/7-C N

j GEN^Ac aEc6TED pos/rio,J

yJS1J9c&A7'1o.J A+-D 7a5rin4 Y aw /7cr/

.XA/,51-;W14F1V-1 LO6.4r/o,J ^c9nJ y DEt.ET£b

3u11-D1A4 02o 50 IrCH

his section references affected items si

DOCUMENT SHT/ REV

NUMBER PAG E NO

1-1-,2-1,23358 / /0

H-et - 423358 3 ^

as P&IDs or calculations/analyses, but they are generally not included in DCN

pA2D S ySTEM 60 2)Er.F7t:D C/rk'cAL yAvtlAL

944uJ uJ47EYL AtiD f/reE A'[b PoS / 7/ o,) Sw /T ^tl FRo,y Sp2nJK /-E.7L

S'yS7EYNS SyS1o't J£iAtL .

-pfi-B sysir" 50 Z9L6T'r CHECK MA,JruL

RAuI !,r/qT£YL Ae/D F/az Ar"^O 'p°s/T/onJ Sw/T°FI F,¢oM FW
cJfr^iz 6757-ens spawKCEY2 3ysT^''1't 7"cE .

REV DISCIPLINE PKG. NO. PAGE

C°N7'le-04.
A /^ o ^ZDCN -D/f3 0 sYSTEins

'17 (%oSTiGHN ^^a^^g^
PREPARED BY: Date:

FORM REV. 09/23/93

P:\8457\DCNS\ 02/23/94 8:11am



FLUOR DANIEL

US DEPARTMENT OF ENERGY
HANFORD WASTE VfTRIFICATION PLANT

DESIGN CHANGE NOTICE

REV DISCIPLINE PKG. NO. PAGE

DCN - O/93 O P/P/.VG A/60 ,3

PREPARED

DISCIPUNE

NUMBER PAGE NO DOCUMENT NAME YIN

H-2=i2Qo33 / fW PaMP Y

"Vol-:r^Sr3a rr ^rV

h'-2-/2d0.^7 / / P/P/•v6 ,<w/^u,a/^ y
ffousE jSro2 re SE"els,

0 P/P/.14 /SOMEr•uc

his section references affected items such as P&IDs or calculations/analyses, but they are

DOCUMENT SHT/ REV
NUMBER PAGE NO DOCUMENT NAME

o5/17N7
n9M571MANUALS.DCPA6FORMS\617-2 EXH

Date:

DEGE7E0 ^o"tN6tK

not included in DCN package.



REFERENCE DRAWING H-2-117150. MECHANICAI. SITE UTILITIES DRAWING INDEX.

U.S. DEPARTMENT OF ENERGY
HANFORD WASTE VITRIFICATION PLANf D=DIRECT
RICHLAND, WASHINGTON E=ELECTRICAL
DOE CONTRACT DE-AC06•86RL10838 P=PROCESS PIPING

C=COMBINATION

INSTALLATION INDEX
SPECIFICATION SECTION 17704, ATTACHMENT B

PAGE I
05/26/'93

Pd10 (NEW)
T '

INSTALLATION ASSEMBLIES
-•

ELECTRICAL
TEST NOTESREV INSTRlO(ENT PNL \ RACK INSTL LOCA IO N

BDG RN NtMBER SHT TAG NUNBER TYPE PLAN DWG PROCESS PNEUMATIC IAS SUPPORT INSTL ASSY PRESS

2 20 -- 123351 01 NCV•HPS-00!5-1 NA D 124026 --- -•• -•- ••• --- •° 1

2 20 -- 123351 01 )(CV-HPS-00:5-2 NA D 124026 --- --• -•• ••• ••• --• 1

1 20 -- 123351 01 )(CV-HPS-005-3 NA D 124026 •-- -•- -•- ••• ••• -•- 1

1 20 -• 123351 01 )(CV-HPS-005-4 NA D 124026 --- •- • --- --• ••• ••• 1

2 20 -- 123358 01 PpL-RWX-00'3 LP•200•0088 E 121204 --- -•- --- --• ••• •° 2

2 23 •- 123358 01 PDSH-RWX-003 NA C 121204 121424/1 --• ••- 121380/2 X02 165 ---

2 23 -- 123358 01 PV-RWX-003 NA C 121204 --- --- •-• --- X01 --- ---

2 23 -- 123358 01 IPCV-RWX-005 NA P 121204 --- --- W/PY-004 --- •-• --- 4

2 23 -- 123358 01 PV-RWX-005 NA D 121204 --• •-• --• --• •-• •^ ...

2 23 -- 123358 01 PY-RWX-005 NA C 121204 --- ••• 121423/6 --- X01 -•- ---

2 23 -- 123358 01 ZSB-RWX-005 NA E 121204 --• --• --- --- WZSL --- ...

2 23 -• 123358 01 ZSL•RWX-005 NA E 121204 --• -•• --- -•- X13 --- --•

2 23 -- 123358 01 PI-RWX-005A NA P 121204 --- •-- W/PY-004 --- --- -•- 4

2 23 -- 123358 01 PI-RWX-0058 NA P 121204 --- -•• W/PY-004 --- --- --- 4

2 23 -- 123358 01 PSL-RWX-007 NA C 121204 121422/4 ••• --- 121380/3 X02 165 ••-

2 23 •- 123358 01 PI-RWX-008 NA P 121204 W/PSL •-- --• W/PSL ••• 165 ---
F^

^ 1 2 - 5 01 SL 20 N 12 OS --- •• •- _•• I1 -- •-

1 20 •- 123358 01 PI-FWX-204-1 NA P --• --- •-• --- --- -•• --• 5

1 20 -- 123358 01 PI-FWX-204-2 NA P --- --- --• --• •-• ••- --- 5

1 20 -- 123358 01 PSH-FWX-205 NA C •-- --- --- --- •-- •-- •-- 5

1 21 -- 123358 01 2SL-FWX-263 NA E 121204 --- •-- --• --- x13 •-- ...

1 21 -- 123358 01 PI-FWX-264-1 NA P ••• --• ••• •-- •-- ••- --• 5

1 21 •- 123358 01 PI-FWX-264-2 NA P --- -•- -•• --- --- -•• --- 5

1 21 -- 123358 01 PSH-FWX-265 NA C •-- --- -•- --- •-• --- --• 5

1 20 -- 123358 02 LIT-FWX-001 NA C 121203 121423/5 --- --- --- X03 --- -•-

(y)

Q

l'

bHASE\A160\1_A160.FRM



U.S. DEPARTMENT OF ENERGY
HANFORD WASTE VITRIFICATION PLANT ^

DOE CONTRACT DE-AC06-86RL10838

S^ECiFlcf}TivJ

RICHLAND, WASHINGTON
ENGINEERING INSTRUMENT INDEX

05/26/93

PSID I
SFTY INSTRUMENT SERVICE DESCRIPTION DCS PML \ RACK BLDG ROOM SPEC CNST CWBS OUAL WAPA INSTRUMENT TYPE REVREV

NUMBER SHT CLS TAG NUMBER
I

1\0
L

NO NO. NO PKG LEVEL

m

P

123351 01 3 XCV-HPS-005-1 IHIGH PRESSURE STIEAM HEADER N NA 20 • - 17801 A160 A160 2 N STEAM TRAP•TD 2

123351 01 3 XCV-HPS-005-2 HIGH,PRESSURE STEAM HEADER IN NA 20 - - 17801 A160 A160 2 N STEAM TRAP•TD 2

123351 01 3 XCV-HPS-005-3 IHIGH,PRESSURE STIEAM HEADER N NA 20 - - 17801 A160 A160 2 N STEAM TRAP•TD 1

123351 01 3 KCV•NPS-005-4 IHIGH^PRESSURE STEAM HEADER N NA 20 - - 17801 A160 A160 2 N STEAM TRAP-TD 1

123358 01 3 PDL-RWX•003 4TH ST. RAW WATER DIFF. PRESS. N LP-200-0088 20 • - A160 A160 2 N PRESS DIFF INDICATOR 2

123358 01 3 PDSH-RWX-003 ^4TH STREET RAW WATER DISCH. HEADER N NA 23 - - A160 A160 2 N PRESS DIfF. SWITCH 2

123358 01 3 PV-RWX-003 PROCESS WATER PUMP DRAIN N NA 23 - • A160 A160 2 N DRAIN VALVE 2

123358 01 3 PCV-RWX-005 RAW WATER VALVE All SUPPLY N NA 23 - - WHC A160 A160 2 N GAS REG 2

123358 01 3 PV-RWX-005 4TH STREET RAW WATER SUPPLY VALVE N NA 23 - - 17801 A160 A160 2 N N/F CONTROL VALVE 2

123358 01 3 PY•RWX-005 4TH STREET RAW WATER SUPPLY VALVE I NA 23 - - 17801 A160 A160 2 N SOL PILOT 2

123358 01 3 ZSN-RWK-005 4TH 1STREET RAW WATER SUPPLY VALVE 1 NA 23 - • 17801 A160 A160 2 N VLV LIMIT SWITCH 2

123358 01 3 ZSL-RWX-005 4TH :i:TREET RAW WATER SUPPLY VALVE I NA 23 • • 17801 A160 A160 2 N VLV LIMIT SWITCH 2

123358 01 3 PI-RWX-005A RAW WATER VALVE AIR SUPPLY N NA 23 - - WHC A160 A160 2 N GAS REG GAUGE 2

123358 01 3 PI-RWX-005B RAW WATER VALVE AIR SUPPLY N NA 23 WNC A160 A160 2 N GAS REG GAUGE 2

123358 01 3 PSL-RWX-007 4TH !STREET RAW WATER DISCHARGE HEADER i NA 23 • - 17801 A160 A160 2 N PRESS SWITCH LW 2

123358 01 3 PI•RIIII-008 4TH STREET RAW WATER DISCHARGE HEADER N NA 23 - • 17801 A160 A160 2 N PRESS GAUGE 2

123358 01 3 PI-FWX-204-1 FIRE WATER PRESSURE N NA 20 •- 15501 A160 A160 2 N PRESS GAUGE

123358 01 3 PI-FWX-204-2 FIRE WATER PRESSURE N NA 20 -• 15501 A160 A160 2 N PRESS GAUGE 1

123358 01 3 PSH-FWX•205 FIRE WATER FLOW TRIP N NA 20 15501 A160 A160 2 N PRESS SWITCH HIGH 1

:58 01 3 ZSL-FWX-263 4TH STREET RAW WATER DISCH. HEADER N NA 21 -- A160 A160 2 N LIMIT SWITCN 1

125358 01 3 PI-FWK•264•1 FIRE WATER PRESS:URE N NA 21 •• 15501 A160 A160 2 N PRESS GAUGE 1

123358 01 3 PI-FWK-264-2 FIRE WATER PRESS:URE N NA 21 •• 15501 A160 A160 2 N PRESS GAUGE 1

123358 01 3 PSH-FWX-265 FIRE WATER FLOW TRIP N NA 21 •• 15501 A160 A160 2 N PRESS SWITCH 1

123358 02 3 LIT-FWX-001 FIRE WATER STORAGE TANK 1 NA 20 -• 17801 A160 A160 2 N DP IND KMTR 1

dBASE IV\A160\E A160.FRM i

ku

^

u1
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FLUOR DANIEL U.S. DEPARTMENT OF ENERGY
HANFORD WASTE VITRIFICATION PLANT DESIGN CHANGE NOTICE

DESCRIPTION OF CHANGE:

F!RE- wATER PUMPHOUSE SPRINKLER ^E DOC. NQ H-2-^Z^2D3

SYSTEM s"`/PC. 1 REV. 1
CR NO.

DiSCiPUNE: CONTROL SYSTEMS
PREPARED B. DATE

6 28 9 REV. PAGE

DISCIPLINE ENGINEER

U^l

DCN-0193 0 ^
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FLUIIR DANIEL U.S. DEPARTMENT ENERGY
HANFORD WASTE VITRIFICATION PLANT DESIGN CHANGE NOTICE

DESCRIPTION OF CHANGE:

DELETED A 6' CHECK VALVE
BASE DOC. Na H-2-124033

AND GA T E VALVE SHT/PG. I REV. 2

CR NO.

DISCIPLINE: PIPING
PREPARED BY

^

^j1

T

DATE6 Z f REV. PAGE

W DCN- 0193
-DISCIPLINE E RNGINEE DATEa

-Z

Q
7

CADFILE, DCN0I93A RC
A C A D 6/28/94
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DCN-0193 J i ll TO BUILDING
SPRINKLER SYSTEM
SEE DVG H-2-124033
NDTE 6

FOF EL 710'-11 1/8'

HPFS 707'-0'--7

51132 ^ RF"
V/SBGA ^ FVX-6'-500-101-RF

-^ BIiP EL 701'-9'
(REF)
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---F '
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FLUOR DANIEL
U.S. DEPARTMENT ENERGY

HANFORD WASTE VITRIFICATION PLANT

DESCRIPTION OF CHANGE^

DELETED A 6' CHECK VALVE
AND GATE VALVE

V--)
°`-

EXPIRES Q2
p

^' „ "I^

DESIGN CHANGE NOTICE

BASE DOC. C. H-2-124037

SHT/PG. I REV. 1

CR NO,

DISCIPLINE: PIPING
REV. PAGE

DCN- 0193 ° 8

CADFILE+ DCN0193B
ACAD 6/28/9,
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%F1UQt DANIEL BILL MATERIAL FOR REFERENCE DNLY
BILL OF MATERIAL DATE CGtTRACT LINE NUMBER CLASS SIEETREV F

07/01/92 8457 500-126 G 1 0 40s,

REV. ITEM CODE QUANTITY SIZE DFSCRIPTIOM

•rrR ASSEMBLY MATERIAL rwii•

0 5356515 10 06 PIPE STD VT ERV STL A53-B
0 5374114 4 06 ELL 90 DEG LR SID VT STL A234 WPB0 555 p4395 2 06 FLG VN CL 150 RF. STL SIB BORE A105

`

O 5669761 2 06 GASKET CL 150 NON-ASB RING PRT AGT 1/;16"
5675648 16 3/4 03 1/4 STUD-BOLT A193 GR B7 V/A194 GR 2H NUTS I

1' 4
N%CY

_ ------- ----

I

I
ag:

I

I

I I
I I
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I
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R^ one. INC. U.S. DEPARiIAENT OF ENEROr'
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I - = NFAT 114WG Ffq1410.R ^ Y6 Iq fdl0^iw MCS(PR) lO/{i) SER'r%E - M^RE CKKOOE MpJ6T FIIIE

X locwx 750 100 FIREWATER 8126147C 2B:I8M:ACD2:10.C2:SN HNpFORD MASTE VfIRFICATION PLANT ,

-' - - ioFaMlc

' lI/m! Ott -- S^ X IA6FA4MiL FINI I

9EE
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NDIIE 4 8-5-92 GVL SB dG81, IuT twimu uyDlr FcwwEU z H-2-12
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FL,UOR DANIEL U.S. DEPARTMENT OF ENERGY
HANFORU WASTE''VITRIFICAIION PLANT

DESCRIPTION OF CHANGE

DELETED A 6" CHECK VALVE AND
GATE VALVE

P,EF2PAREDBY7 DAT'E:

DI$CIPLINE. ENGIN ^ DATE: Z

^
9

'V^-

DESIGN CHANGE NOTICE

BASE 'DOC. NO. H-2-126147

SHT/PG. 3 li REV. OI

CR NO.

DISCIPL.INE: pIPING ^N0193C
REV. PACE

DCN - 01 ^93 o . ^

L- - - - - - - - - - - - I - - - - -
ACAD 6/27/94
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